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Removing of old stuffing box and nut.

OLD STUFFING BOX

Unscrew the old stuffing box 
nut and moves it back thogether 
with washers and rubber.

❶

❷
Brass washers Steinless stell 

washer

New stuffing box

OLD STUFFING BOX Bulge must be placed into the gap of neighbour washer

Mounting the new stuffing box elements onto sensor.

❸

Premounting (in vertical position)

OLD STUFFING BOX OLD STUFFING BOX

Bulge must 
be placed 
into the gap 
of neighbour 
washer 
(cheked). 
Push stuffing 
box into nut.

Screw slightly 
together and 
tighten with
torque:
Mt = 15 - 20Nm

① ②

Installation Guide

AVTQ stuffing box - SET
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